SMART is the reactor that has been researched for many years by KAERI in order to provide the small-mid scale of power for typically seawater desalination. Now Korea Atomic Energy Research Institute (KAERI) has issued Standard Safety Analysis Report (SSAR) and acquired Standard Design Approval (SDA) for SMART. In order to conduct the design verification and validation for license, the integrated simulation test environment that is composed of 1) the system specific simulation codes formerly developed in the name of Nuclear Plant Analyzer (NPA) including NSSS and BOP simulation, 2) Instructor Station (IS), 3) Supervisory Control and Data Acquisition (SCADA), 4) operator and instructor Human Machine Interface (HMI), and 5) soft-controller has been considered as an important area for operator training and system validation. These sub-components has been designed and implemented for verifying and validating the SMART design and training of operators and for generating the backup data for licensing. This paper introduces the structure of integrated simulation test environment for SMART, explains the efforts to assist system-specific simulation code interface, and also addresses the effort for implementing and optimizing the test environment by maintaining its own simulation functionality and performance in order to review the simulation results efficiently.
Introduction
SMART technology is the sensible mixture of innovative concepts and conventional technologies to improve the * Corresponding author. level of safety, reliability and economy [1] . Although it is an unprecedented design without operating experiences and references, it acquires the Standard Design Approval (SDA) and issues Standard Safety Analysis Report (SSAR). It means that the test environment for the verification and validation of SMART design commensurate with system behavior validation, operator training and support for further optimization is required [2] . This Nuclear Plant Analyzer (NPA) has been developed for verifying the behavior of NSSS and BOP system. By extending this research, KAERI now is developing a full scope simulator, which is supported by the Integrated Test Environment (ITE) for SMART reactor, which is composed of system specific simulation codes, Instructor Station, and MMI (Man-Machine Interface) displays for operator's interfaces.
Main Control Room (MCR) Test Facility
The digitalized MCR for ITE that is very similar to Figure 1 is composed of the following segments:
• A Large Display Panel (LDP);
• A workstation for a Reactor Operator (RO);
• A workstation for a Turbine Operator (TO);
• A workstation for a Supervisory RO (SRO);
• A workstation for safety shutdown;
• An auxiliary workstation.
Operator's actions in the MCR are accomplished through digital interface means such as a LDP, Flat Panel Displays (FPD) and soft-controllers (SC). The LDP is to provide overall and key information to the operators in the MCR so that operator and/or operator could commonly understand the status of SMART operations through them.
The information on the LDP should be recognized by the operators as quickly and clearly as possible. Parameters on a center panel of the LDP are fixed to encompass all the key and overall information of the SMART. Four wing panels are variable to provide supporting information such as alarm lists, graphs, and detail displays. The operator can change display pages to be indicated on the wing panels. The FPD is to provide detail information down to component levels. The operators have to navigate display pages on the FPD in order to get detail hierarchically deployed information of SMART operations. The SC is to provide touch-sensitive interfaces on the FPD to control components such as pumps, valves, motors and fans. The Man Machine Interface System (MMIS) includes the following systems: • Information Processing System (IPS);
• Alarm and Indication System (AIS);
• Post-Accident Monitoring System (PAMS);
• Inadequate Core Cooling Monitoring System (ICCMS);
• Severe Accident Monitoring System (SAMS);
• Soft controller for safety and non-safety.
The Structure of Integrated Simulation Test Environment

The Implementation of Instructor Station (IS)
IS is established in the server platform based on the 3 Key Master environment on which a lot of system specific simulation code is running. Also it provides a mechanism to share the simulation value among the system specific simulation codes. Figure 2 and Table 1 show the functional configuration of IS and the information for each system specific simulation model. Instructor Station is communicating with SCADA server for exchanging the simulation data, and hand switches in Safety Shutdown Control Panel (SSCP) bi-directionally in order to get the operator's control input as diagrammed in The scan cycle for each simulation engine is the same so that a couple of consideration for generating the consistent chronicle order of each interface variables is possible to get refined data. This is provided by software module for simulation test aid in ITE. Instructor Station provides the function for training and design verification as indicated in Figure 3 which includes the injection and deletion of malfunction, generation and deletion of snapshot and multiple functions for simulator operation. Based on the integrated simulation test environment, IS provides the various functional commands such as fast, backtrack, halt and rewind etc. with the support of 3 Key Master environment.
SCADA Implementation
SCADA server is a data archive that interface with IS directly through TCP/IP communication, and commanding the simulation inputs and process inputs to respond to the request of operator's GUI interfaces to display those values in LPD, IPS display, AIS display, PAM/ICCM display, and SC display. Thus it contains the huge on line and offline database, and communicating with IS and GUI bi-directionally through the OPC and TCP/IP connection optionally. Especially interface between SCADA and MMI systems uses the "lazy binding" to enhance the performance of simulator environment.
Operator's HMI Implementation
All of data coming from and going to SCADA is going to be displayed in the operator's GUIs. The GUI display page is mainly designed based on the Process and Instrumentation Diagram (P & ID) and user requirements. It is composed of IPS display, AIS display, PAM/ICCM displays for operator operation, Severe Accident Monitor (SAM) and Computerized Procedure System (CPS) in RO, AO and SRO console appropriately. Major components described in Section 2 are connected through the OPC and/or TCP/IP connection with interface systems [3] .
Efforts for Simulation Integrity
Logical Fidelity
The total number of process tags excluding the internal calculation point is up to about more than 700 of channels, which is fairly big numbers of data for simulation. Also the simulator handles these data of the on-line and off-line format.
Inherently simulator is functioning based on the single source of process input neglecting the rest of 3 channels of safety and the rest of 1 channel of non-safety system in SMART. To eliminate this limitation, SMART simulator dedicates 4 (safety), 2 (non-safety) channels signal generator, which is generating the variables necessary to simulate SMART, and unnecessary variables that have nothing to do with simulation itself temporarily [4] .
Malfunction List
SMART simulator is potentially is considering the 100% of thermal power output and its operation. The list of malfunction is derived from the analysis of DBE (Design Basis Event) for SMART as below 1 through 7. The malfunction is categorized into two categories of system level and component level malfunction. The major accident type is like the followings which is a basis to draw the malfunction list. Table 2 shows some of those for examples. 
The Analysis for Simulation Results
Analysis of Simulation Behavior
In the core of this integrated simulation test environment, integrator needs to produce the simulation results for the system-specific simulation engines described in Figure 2 and Table 1 in order for each simulation engine developer to compare the result to other engines'. For this, ITE for SMART simulator provide the following capability: 1) Capability verifying simulation behavior by taking a look at all the interface variables, i.e. all modules in Figure 2 and Table 1; 2) Capability to find out the divergence pattern.
The software supporting the efforts listed above 1) and 2 has been developed as separate software running independently on IS, which is finally producing the excel sheet. Establishing this functionality in simulation environment, each system-specific engine designer is able to analyze the execution result of engines, which will be addressed below section.
The Pattern among Multi Engines
This is the sample of log checking the consistency of interface variables between MARS and MATRA chronically. Table 3 is the sample (limited variables) of log checking the consistency of interface variables up to 700 point among the simulation module listed in Figure 2 running at the same time frame. As each scan time of a specific simulation engine is an important factor to generate the simulation test file, the highest resolution of time is selected to be a basis time line. The following is minimally a sample of those.
In Table 3 that is a subset of ITE test results, time step and variable A, B and C means the selected time line and variables belong to specific simulation engine model respectively. It is transmitted to engineer or designer of specific simulator for further analysis as well as enhancement. 
The Detection of Divergence
The aid software for simulation result analysis is monitoring the each target variable in order to inspect one of the variables diverges into extreme abruptly which could cause the simulation engine to stop eventually. The major concern of this function is to find out the pattern of divergence in order engine developer to catch the cause and effect of the system. The software module of ITE for detecting of variable divergence is monitoring the simulation variables diverging from extreme to extreme that may cause the various event and simulation engine halt.
The amount of criteria of divergence variable is selected as +/− 10% of engineering range of each variable, and it is of course adjustable. Table 4 is the example of it.
The detection of events such as trip, halt, a various alarm is a useful aid for Instructor or operator is able to find out the causes and its effect during the simulation. For implementation of this purpose, detection agent analyzes the event scenarios sampled from each simulation engine such as MARS, MATRA, MASTER and BOP model in order to provide the cause, variables contributing to various events, in order for simulation engine developer to identify the causes and effects in system behavior for enhancement, which is being developed in upcoming phase.
Conclusions
The selective preparation of design document and its verification and validation based on IEEE code and standard has been conducted for integrated testing environment for SMART simulator [5] - [7] . Establishing the integrated simulation environment, all the facilities in control room for real operation have been constructed to enhance the physical fidelity of simulator, and develop the human interface with system simulation engines. By doing these, the design and operation of integrated testing environment for SMART simulator are the solid basis to verify the system design, train the operator, accumulate the quasi-operating data for analysis and licensing, and optimize SMART design based on all of these results. This is about the best effort to support the verification of simulation engine for SMART.
The simulation engines that are currently only simulating 100% of power operation will be expanded to cover up the various plant operation modes. The following technical issues should be resolved for complete simulation: 1) As the integrated simulation environment is evolved, the more delicate malfunction scenarios including initial condition and severe accident scenarios should be refined for design verification for SMART reactor;
2) Some of models in Balance of Plant (BOP) system are still under development. So, for completely integrated simulation environment for SMART, those simulation engines should be developed and integrated in existing environment;
3) Also the method for generating the control rod position shall be devised and established in automatic and manual mode operation in order to verify the system behavior of SMART reactor too.
